FOR SMALL DISTRIBUTED GENERATION INSTALLATIONS

EXAMPLE ONE-LINE DIAGRAM

UTILITY

PEC METER

MAIN SERVICE PANEL

Labeled "UTILITY" visible lockable AC disconnect

INVERTER

PV PANELS, WIND TURBINES OR PV BATTERY BACKUP

GENeral LOADS

AC disconnect or permanent placard directory must be in sight of meter

Point of connections must comply with all laws, regulations and standards.

Must be tagged "alternate power source"