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Primary Metering Specifications 

• Pages 5 & 6: Removed “36” Service Area Typical 3 Sides” note; updated drawings to center 
enclosures on pads. 

• Pages 7 & 8: Added pages to include newly created URD Primary Metering Enclosure Pad 
Specifications.  


